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DEMOLITION NOTES

1.

TH48 ELECTAICAL DEMOLITION DRAWING SHOWIND EXSTINO CONDITIONS HAS BEEN PREPARED

ITEMS WHICH DO SHOW, CONTRACTOR SHALL VISIT THE BITE AND BECOME FAMILIAR WITH
EXISTING CONDITIONS,

CONDUITS. BOXES, ETC., BHALL BE REMOVED AS REQUIRED BY WALL AND CEILING DEMOLITION

CALLY NOTED OTHERWISE. ALL BRANCH CIRGUITS TO BE DISCONNEGTED
SHALL BE IDENTIFIED AS TO LOCATION OR ITEM SERVED BEFORE DISCONNECTING. GIRCUITS.
BERVING AREAS BEYOND THE IMMEDIATE DEMOLITION AREA SHALL BE MAINTAINED,

CONTRACTOR BHALL THOROUGHLY FAMILIARIZE HIMSELF WITH EXISTING ELEGTRICAL SYSTEM
WHICH WILL BE AFFECTED BY THE DEMOLITION WORK. CONTRACTOR SHALL OBTAIN PERMISSION
FROM OWNER'S REPRESENTATIVE TO SHUT OFF SERVICES OR SYSTEMS WHICH MAY AFFECT
OTHER AREAS BEYOND THE LIMITS OF THE IMMEDIATE DEMOLITION AREA, SUCH PERMISSION
WILL BE GRANTED ONLY AFTER OWNER'S REPRESENTATIVE IS INFORMED OF THE REASON FOR
AND DURATION OF THE SHUTOOWN AND IS SATISFIED THAT THE BHUTDOWN CAN BE MADE WITH
AS LITTLE INCONVENIENCE TO OTHER AREAS AS POSSIBLE.

PANELBOARDS, DISCONNECTS, FIXTURES. WIRING DEVICES, SIGNAL DEVICES, ETC.. BHOWN ON
PLANS SHALL BE REMOVED UNLESS NOTED OTHERWISE. REMOVAL SHALL BE DONE IN A TIMELY
MANNER IN ACCORDANGE WITH THE OENERAL DEMOLITION WORK. COORDINATE WITH THE
OWNER AND OTHER CONTRACTORS,

"ETR' DENOTES EQUIPMENT WHICH IS EXISTING TO REMAIN,

“AL DENOTES EQUIPMENT TO BE RELOCATED, THIS EQUIPMENT SHALL BE DISCONNECTED,
REMOVED AND RELOCATED AS NOTED ON THE PLANS.

‘AW DENOTES EQUIPMENT TO BE REWORKED. THIS EQUIPMENT SHALL BE DISCONNECTED AND
RECIRCUITED AS INDICATED ON THE PLANS.

‘AN" DENOTES EQUIPMENT TO BE REPLACED WITH NEW, DISCONNECT, REMOVE AND REPLACE
EXISTING EQUIPMENT WITH NEW EQUIPMENT, CONTRACTOR SHALL REUSE EXISTING CONDUIT.
WIRING AND DUTLET BOXES.

ALL FIXTURES, PANELBOARDS AND DISCONNECTS AEMOVED SHALL REMAIN THE PROPERTY OF

178 VALUE TO THE OWNER. CONDUIT, OLD BOXES. WIRING AND MISCELLANEOUS ELEGTRICAL
SCRAP SHALL BE REMOVED FROM THE JOB SITE BY THE ELECTRICAL CONTRACTOR,

' DEMOLITION FLOOR PLAN

GENERAL NOTES

1. INNEWLY REMODELED FINISHED AREAS. ALL OUTLET BOXES SHALL BE FLUBH AND ALL NEW

AND OTHER AFFECTED TRADES, SEE SPECIFICATIONS FOR CUTTING AND PATCHING,
2. REMODELING, MODIFYING, PATCHING AND REPAIR OF EXISTING BUILDING COMPONENTS SHALL BE

WORKMANSHIP. MATERIALS AND FINISH SHALL BE EQUAL TO THE LEVEL ESTABLISHED FOR
SIMILAR NEW WORK, EXCEPT WHERE EXISTING APPEARANCE IS TO BE MATCHED TO PROVIDE
CONTINUITY,

3. RELOCATE LIGHTING FIXTURES TO NEW GRID AND EXTEND EXISTING CIRCUITRY TO NEW
LOGATIONS AS REQUIRED FOR NEW CONSTRUCTION,

KEYED NOTES

() ALLEQUIPMENT IN THIS AREA TO REMAIN UNLESS NOTED OTHERWISE.
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GENERAL NOTES
1. INNEWLY REMODELED FINISHED AREAS ALL OUTLET BOXES

OTHER AFFECTED TRADES. SEE SPECIFICATIONS FOR CUTTING
AND PATCHING,

2. REMODELING, MODIFYING, PATCHING AND REPAIR OF EXISTING

NEED FOR CUTTING AND PATCHING. UNLESS A SPECIFIED

AND / OR SPECIFIED FOR EACH SPECIFIC CONDITION OR
COMBINATION OF CONDITIONS. QUALITY OF WORKMANSHIP,
MATERIALS AND FINISH SHALL BE EQUAL TO THE LEVEL
ESTABLISHED FOR SIMILAR NEW WORK. EXCEPT WHERE EXISTING
APPEARANCE 15 TO BE MATGHED TO PROVIDE CONTINUITY.

KEYED NOTES
hd EXTHND EXISTING LIFE BAFETY GIKCUIT TO BERVE "AL
ve FIRTURES,
@ CONNECT EXISTING SWITCH WIRING WITH NEW SWITCHES.

INTERCEPT AND EXTEND EXISTING SWITCH LEG CIRCUITRY TO
3) NEW SWITCHS LOCATION, PROVIDE JUNCTION BOXES AND
RACEWAY AS REQUIRED,

m ALL EQUIPMENT IN THIS AREA TO REMAIN UNLESS NOTED
OTHERWISE.
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PANEL HPA REFAVIERATOR
- 120208V.304W 1. INNEWLY REMODELED FINISHED AREAS, ALL OUTLET BOXES
g oA [~ REFRIGERATOR SHALL BE FLUSH AND ALL NEW CONDUIT SHALL BE CONCEALED
- vy . v > e 2 UNLESS SPECIFICALLY NOTED OTHERWISE. ROUTING AND
i < atieary METHODS USED TO ACHIEVE CONCEALED AND FLUSH EQUIPMENT
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INSTALLATION ARE THE RESPONSIBILITY OF THE ELECTRICAL
CONTRACTOR. COORDINATE WITH GENERAL CONTRACTOR AND
OTHER AFFECTED TRADES, SEE SPECIFICATIONS FOR CUTTING
AND PATCHING,

2. REMODELING. MODIFYING. PATCHING AND REPAIR OF EXISTING
BUILDING COMPONENTS SHALL BE_DONE AS REQUIRED TO
PRODUCE FINISHED WORK EGUAL TO THE NEW WORK AS
SPECIFIED AND DETAILED CUTTING AND PATCHING SHALL BE THE
RESPONSIBILITY OF THE TRADE WHOSE WORK RESULTS IN THE
NEED FOR CUTTING AND PATCHING, UNLESS A SPECIFIED
CONTRACTOR IS CALLED OUT ON THE DRAWINGS, CONTRACTOR
SHALL COMPLETE ALL WORK NECESSARY TO ACHIEVE THIS
REQUIREMENT, EVEN THOUGH PROCEDURES ARE NOT DETAILED
AND / OR BPECIFIED FOR EACH SPECIFIC CONDITION OR
COMBINATION OF CONOITIONS, QUALITY OF WORKMANSHIP.
MATERIALS AND FINISH BHALL BE EQUAL TO THE LEVEL
ESTABLISHED FOR SIMILAR NEW WORK, EXCEPT WHERE EXISTING
APPEARANCE IS TO BE MATCHED TO PROVIDE CONTINUITY,

KEYED NOTES

Aﬂ TYPICAL. MOUNT OUTLETS A MINIMUM OF &* ABOVE TOP OF
COUNTER TO CLEAR BACKSPLASH,

((2) RELOCATE RECEPTACLES AS REQUIRED FOR NEW WALLS.

m ALL EQUIPMENT IN THIS AREA TO HEMAIN UNLESS NOTED
OTHERWISE,
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